


















































































































































































EXHIBIT A - WORK TO BE PERFORMED 
MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT 

Make: John Deere A. FULL PM 1 $609.00 

Model: 3029TF150 B. SYSTEM CHECK 1 $92.00 

Serial No.: CD3029L298952 C. 

Ref. No 
Owner: Town of Secaucus - River Road Pump Station 

A. B. C. 
1. X Change lubricating oil 

2. X Change lube oil filters 

3. X Change fuel oil filters 

4. X X Inspect air filter 

5. X Change air filter, if required 

6. X Adjust valves, as required by manufacturer. 

7. X X Check coolant level and degree of protection and PH 

8. Drain and flush cooling system and refill with 50% antifreeze solution 

9. X X Inspect and adjust engine belts 

10. X X Check flex connections and mountings 

11. X X Check operation of jacket water heater 

12. X Change jacket water heater hoses, as required 

13. X X Check battery level and maintain 
14. X X Check operation of battery charging equipment 
15. X X Lubricate necessary fittings 

16. X Inspect governor linkage, oil level and control 

17. X Inspect electronic governor connections 
18. X X Repair minor coolant, lube and fuel leaks 

19. X X Inspect day tank and pump control 

20. Inspect spark plugs, magneto and coils; replace plugs as required 

21. X X Drain condensate from day tank, if accessible 

22. X Check operation of remote fans, pumps and louvers 
23. X Inspect generator; clean, if necessary 
24. X X Check auto start/stop mode 
25. X X Check safety shutdown 
26. X X Test fault lamps and replace bad bulbs 
27. X X Operate electric set and check or reset for correct voltage and frequency 

28. Inspect and clean automatic transfer switch (ATS) without removing power from ATS and 
without transferring sources 

29. X Load test machine through operation of transfer switch and using building load. (*This will 
be done only with permission of the engineer on duty.) 

30. X Load test machine with onsite load bank (if available). 
31. Load test machine with load bank{s) supplied by ENER-G Rudox 
32. X X Dispose of all used material in accordance with applicable regulations 
33. X Sample used lube oil and spectrographically analyze for wear particles and contamination 
34. X X Inspect fuel supply lines 

35. X X Clean up work area and wipe down equipment 
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EXHIBIT A- WORK TO BE PERFORMED 
MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT 

Make: John Deere A. FULL PM 1 $758.00 

Model: 6068HF285 B. SYSTEM CHECK 1 $107.00 

Serial No.: L050507 C. 
Ref. No 

Owner: Town of Secaucus-OEM 325 Centre Avenue 

A. B. C. 

1. X Change lubricating oil 

2. X Change lube oil filters 

3. X Change fuel oil filters 

4. X X Inspect air filter 

5. X Change air filter, if required 

6. X Adjust valves, as required by manufacturer. 

7. X X Check coolant level and degree of protection and PH 

8. Drain and flush cooling system and refill with 50% antifreeze solution 

9. X X Inspect and adjust engine belts 

10. X X Check flex connections and mountings 

11. X X Check operation of jacket water heater 

12. X Change jacket water heater hoses, as required 

13. X X Check battery level and maintain 

14. X X Check operation of battery charging equipment 

15. X X Lubricate necessary fittings 
16. X Inspect governor linkage, oil level and control 

17. X Inspect electronic governor connections 

18. X X Repair minor coolant, lube and fuel leaks 

19. X X Inspect day tank and pump control 

20. Inspect spark plugs, magneto and coils; replace plugs as required 

21. X X Drain condensate from day tank, if accessible 

22. X Check operation of remote fans, pumps and louvers 

23. X Inspect generator; clean, if necessary 

24. X X Check auto start/stop mode 
25. X X Check safety shutdown 

26. X X Test fault lamps and replace bad bulbs 

27. X X Operate electric set and check or reset for correct voltage and frequency 

28. Inspect and clean automatic transfer switch (ATS) without removing power from ATS and 
without transferring sources 

29. X Load test machrne through operation of transfer switch and using building load. {*This will 
be done only with permission of the engineer on duty.) 

30. X Load test machine with onsite load bank (if available). 

31. Load test machine with load bank(s) supplied by ENER-6 Rudox 

32. X X Dispose of all used material in accordance with applicable regulations 

33. X Sample used lube oil and spectrographically analyze for wear particles and contamination 
34. X X Inspect fuel supply lines 

35, X X Clean up work area and wipe down equipment 
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EXHIBIT A - WORK TO BE PERFORMED 
MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT 

Make: John Deere A. FULL PM 1 $609.00 

Model: 4024HF285 B. SYSTEM CHECK 1 $92.00 

Serial No.:, PE4045Ll19304 C. 
Ref. No 

Owner: Town of Secaucus-OEM 1377 Patterson Plank Road 

A. B. C. 
1. X Change lubricating oil 

2. X Change lube oil filters 

3. X Change fuel oil filters 

4. V V Inspect air filter A A 

5. X Change air filter, if required 

6. X Adjust valves, as required by manufacturer. 

7. X X Check coolant level and degree of protection and PH 

8. Drain and flush cooling system and refill with 50% antifreeze solution 

9. X X Inspect and adjust engine belts 

10. X X Check flex connections and mountings 

11. X X Check operation of jacket water heater 

12. X Change jacket water heater hoses, as required 

13. X X Check battery level and maintain 

14. X X Check operation of battery charging equipment 

15. X X Lubricate necessary fittings 

16. X Inspect governor linkage, oil level and control 

17. X Inspect electronic governor connections 
18. X X Repair minor coolant, lube and fuel leaks 

19. X X Inspect day tank and pump control 

20. Inspect spark plugs, magneto and coils; replace plugs as required 

21. X X Drain condensate from day tank, if accessible 

22. X Check operation of remote fans, pumps and louvers 

23. X Inspect generator; clean, if necessary 
24. X X Check auto start/stop mode 
25. X X Check safety shutdown 

26. X X Test fault lamps and replace bad bulbs 
27. X X Operate electric set and check or reset for correct voltage and frequency 

28. Inspect and clean automatic transfer switch (ATS) without removing power from ATS and 
without transferring sources 

29. X Load test machine through operation of transfer switch and using building load, [*This will 
be done only with permission of the engineer on duty.) 

30. X Load test machine with onsite load bank (if available). 
31. Load test machine with load bank(s) supplied by ENER-G Rudox 
32. X X Dispose of all used material in accordance with applicable regulations 

33. X Sample used lube oil and spectrographically analyze for wear particles and contamination 
34. X X Inspect fuel supply lines 

35. X X Clean up work area and wipe down equipment 
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EXHIBIT A- WORK TO BE PERFORMED 
MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT 

Make: John Deere A. FULL PM 1 $609.00 

Model: 4045HF285 B. SYSTEM CHECK 1 $92.00 

Serial No.: PE4045L230940 c. 
Ref. No 
Owner: Town of Secaucus -OEM 1377 Patterson Plank Road 

A. B. C. 
1. X Change lubricating oil 

2. X Change lube oil filters 

3. X Change fuel oil filters 

4. X X Inspect air filter 

5. X Change air filter, if required 

6. X Adjust valves, as required by manufacturer. 

7. X X Check coolant level and degree of protection and PH 

8. Drain and flush cooling system and refill with 50% antifreeze solution 

9. X X Inspect and adjust engine belts 

10. X X Check flex connections and mountings 

11. X X Check operation of jacket water heater 

12. X Change jacket water heater hoses, as required 

13. X X Check battery level and maintain 

14. X X Check operation of battery charging equipment 

15. X X Lubricate necessary fittings 

16. X Inspect governor linkage, oil level and control 

17. X Inspect electronic governor connections 

18. X X Repair minor coolant, lube and fuel leaks 

19. X X Inspect day tank and pump control 

20. Inspect spark plugs, magneto and coils; replace plugs as required 

21. X X Drain condensate from day tank, if accessible 

22. X Check operation of remote fans, pumps and louvers 

23. X Inspect generator; clean, if necessary 

24. X X Check auto start/stop mode 

25. X X Check safety shutdown 

26. X X Test fault lamps and replace bad bulbs 

27. X X Operate electric set and check or reset for correct voltage and frequency 

28. Inspect and clean automatic transfer switch (ATS) without removing power from ATS and 
without transferring sources 

29. X Load test machine through operation of transfer switch and using building load. (*This will 
be done only with permission of the engineer on duty.) 

30. X Load test machine with onsite load bank (if available). 

31. Load test machine with load bank(s) supplied by ENER-G Rudox 

32. X X Dispose of all used material in accordance with applicable regulations 

33. X Sample used lube oil and spectrographically analyze for wear particles and contamination 

34. X X Inspect fuel supply lines 

35. X X Clean up work area and wipe down equipment 
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EXHIBIT A - WORK TO BE PERFORMED 
MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT 

Make: Cummins A. FULL PM 1 $1,592.00 

Model: QSK23 B. SYSTEM CHECK 1 $163.00 

Serial No.: 00313326 C. 
Ref. No 

Owner: Town of Secaucus -Golden Avenue Pump Station 

A. B. C. 
1. X Change lubricating oil 

2. X Change lube oil filters 

3. X Change fuel oil filters 

4. X X Inspect air filter 

5. X Change air filter, if required 

6. X Adjust valves, as required by manufacturer. 

7. X X Check coolant level and degree of protection and PH 

8. Drain and flush cooling system and refill with 50% antifreeze solution 

9. X X Inspect and adjust engine belts 

10. X X Check flex connections and mountings 

11. X X Check operation of jacket water heater 

12. X Change jacket water heater hoses, as required 

13. X X Check battery level and maintain 

14. X X Check operation of battery charging equipment 

15. X X Lubricate necessary fittings 

16. X Inspect governor linkage, oil level and control 

17. X Inspect electronic governor connections 
18. X X Repair minor coolant, lube and fuel leaks 
19. X X Inspect day tank and pump control 

20. Inspect spark plugs, magneto and coils; replace plugs as required 

21. X X Drain condensate from day tank, if accessible 

22. X Check operation of remote fans, pumps and louvers 

23. X Inspect generator; clean, if necessary 
24. X X Check auto start/stop mode 

25. X X Check safety shutdown 

26. X X Test fault lamps and replace bad bulbs 
27. X X Operate electric set and check or reset for correct voltage and frequency 

28. Inspect and clean automatic transfer switch (ATS) without removing power from ATS and 
without transferring sources 

29. X Load test machine through operation of transfer switch and using building load. (*This w111 
be done only with permission of the engineer on duty.) 

30. X Load test machine with onsite load bank (if available).· 

31. Load test machine with load bank(s) supplied by ENER-G Rud ox 

32. X X Dispose of all used material in accordance with applicable regulations 

33. X Sample used lube oil and spectrographically analyze for wear particles and contamination 
34. X X Inspect fuel supply lines 

35. X X Clean up work area and wipe down equipment 
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EXHIBIT A- WORK TO BE PERFORMED (NATURAL GAS) 
MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT 

Make: GM Vortec A. FULL PM 1 $481.00 

Model: 4,3 B. SYSTEM CHECK 1 $90,00 

Serial No.: ~9001045 C. 

Ref. No 

Owner: Town of Secaucus -WH&L Firehouse - 2725 County Ave 

A. B. C. 

1 X X Check cylinder temperatures at available load. 

2 X X Inspect air cleaner indicator. 

3 X X Check coolant level systems. 

4 X X Check battery level and maintain. 

5 X X Check operation of battery charging equipment. 

6 X X Inspect Altronic display for alarms and check spark energy level 

7 Check engine oil level add as needed. 

8 X 
Check overall appearance for any unusual: Noise, Vibration, Loose Bolts or Nuts, and 

Coolant, Oil Leaks, and Gas Leaks 

9 X Check crankcase pressure gauge and adjust valve accordingly, if needed. 

10 X Check for the presence of any alarms on the computer and on GENCON. 

11 X Check that all display data readings are in their normal ranges. 

12 X Change lubricating oil As required 

13 X Change lube oil filters and bypass oil filter. 

14 X Analyze oil reports for wear particles and contamination. 

15 X X Inspect gas train pressure gauges for proper supply pressures. 

16 X Change air filter as needed. 

17 X Check intercooler drain for coolant leaks, 

18 X X Check and adjust pre-chamber valve lash; record changes. As required 

19 X Check degree of protection and PH. 

20 X Check exhaust flex connections for leaks or loose fittings. 

21 X Check operation of jacket water heater. 

22 X Lubricate necessary fittings. 

23 X Inspect governor linkage operation. 

24 X Inspect electronic governor connections, actuator, and coupling. 

25 X Repair minor coolant, lube oil, and gas leaks, engine related. 

26 X 
Check spark plug ignition wires, mag pickup wires, and hall effect pickup wires. Inspect the 

spark plugs. 

27 X Check operation of remote fans, louvers, and radiators. 

28 X Inspect generator and AVR. 

29 Inspect generator bearing and stator RTD readings, 

30 X Check auto start/stop controls. 

31 X Check safety shutdowns, 

32 X Dispose of al! used material in accordance with applicable regulations. 

33 X Check the starting motors. 

34 X Visually inspect the pre-chamber holders. As required 
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EXHIBIT A (CONTINUED)-WORK TO BE PERFORMED (NATURAL GAS) 
A. B. 

35 X Check air/fuel ratio controller for proper operation. 

36 X Check Delta P controller for proper operation. 

37 X Inspection of gas regulator and solenoid valve. 
38 X Inspect radiator cleanliness and proper operation. 
39 X Inspect radiator belts, grease fittings, if needed. 
40 X X Operate generator set and verify correct voltage and frequency. 

41 X 
Load test machine through operation of transfer switch and using building load. (*This will 
be done only with permission of the engineer on duty,) 

42 Load test machine with onsite load bank 

43 X Check for proper operation of computer hardware and software. 
44 X Review service log for completeness and any follow-up required. 
45 X X Clean up work area and wipe down equipment 
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EXHIBIT A - WORK TO BE PEREORMED 
MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT 

Make: Kubota A. FULL PM 1 $500.00 

Model: V2203-BG·ES B. SYSTEM CHECK 1 $90.00 

Serial No.: OSG1209 

Ref. No 
Owner: Town of Secaucus - Secaucus Road Gate 11 Secaucus rd 

A. B. c. 
1. X Change lubricating oil 

2. X Change lube oil filters 

3. X Change fuel oil filters 

4. X X Inspect airfilter 

5. X Change air filter, if required 

6. X Adjust valves, as required by manufacturer. 

7. X X Check coolant level and degree of protection and PH 

8. Drain and flush cooling system and refill with 50% antifreeze solution 

9. X X Inspect and adjust engine belts 

10. X X Check flex connections and mountings 

11. X X Check operation of jacket water heater 

12. X Change jacket water heater hoses, as required 

13. X X Check battery level and maintain 

14. X X Check operation of battery charging equipment 

15. X X Lubricate necessary fittings 

16. V Inspect governor linkage, oil level and control A 

17. X Inspect electronic governor connections 

18. X X Repair minor coolant, lube and fuel leaks 

19. X X Inspect day tank and pump control 

20. Inspect spark plugs, magneto and coils; replace plugs as required 

21. X X Drain condensate from day tank, if accessible 

22. X Check operation of remote fans, pumps and louvers 

23. X Inspect generator; clean, if necessary 

24. X X Check auto start/stop mode 

25. X X Check safety shutdown 

26. X X Test fault lamps and replace bad bulbs 

27. X X Operate electric set and check or reset for correct voltage and frequency 

28. Inspect and clean automatic transfer switch (ATS) without removing power from ATS and 
without transferring sources 

29. X Load test machine through operation of transfer switch and using building load. (*This will 
be done only with permission of the engineer on duty.) 

30. X Load test machine with onsite load bank (if available). 

31. Load test machine with load bank(s) supplied by ENER-G Rudox 

32. X X Dispose of all used material in accordance with applicable regulations 

33. X Sample used lube oil and spectrographically analyze for wear particles and contamination 

34. X X Inspect fuel supply lines 

35. X X Clean up work area and wipe down equipment 
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EXHIBIT A - WORK TO BE PERFORMED 
MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT 

Make: GENERAC A. FULL PM 1 $300.00 

Model: 30KW B. SYSTEM CHECK 1 $180.00 
Serial No.: 3001489637 

Ref. No 

Owner: Town of Secaucus - ENGINE# 3 146 CENTRE AVE 
A. B. C. ,. 

1. X Change lubricating oil 

2. X Change lube oil filters 
3. X Change fuel oil filters 

4. X X Inspect air filter 
5. X Change air filter, if required 
6. X Adjust valves, as required by manufacturer, 
7. X X Check coolant level and degree of protection and PH 

8. Drain and flush cooling system and refill with 50% antifreeze solution 
9. X X Inspect and adjust engine belts 
10. X X Check flex connections and mountings 
11. X X Check operation of jacket water heater 

12. X Change jacket water heater hoses, as required 
13. X X Check battery level and maintain 
14. X X Check operation of battery charging equipment 
15. X X Lubricate necessary fittings 
16. X Inspect governor linkage, oil level and control 
17. X Inspect electronic governor connections 
18. X X Repair minor coolant, lube and fuel leaks 
19. X X Inspect day tank and pump control 
20. Inspect spark plugs; magneto and coils; replace plugs as required 
21. X X Drain condensate from day tank, if accessible 
22. X Check operation of remote fans, pumps and louvers 
23. X Inspect generator; clean, if necessary 
24. X X Check auto start/stop mode 
25. X X Check safety shutdown 
26. X X Test fault lamps and replace bad bulbs 
27. X X Operate electric set and check or reset for correct voltage and frequency 
28. Inspect and clean automatic transfer switch (ATS) without removing power from ATS and 

without transferring sources 
29. X Load test machine through operation of transfer switch and using building load. (*This will 

be done only with permission of the engineer on duty.) 
30. X Load test machine with onsite load bank (if available). 
31. Load test machine with load bank(s) supplied by ENER-G Rudox 
32. X X Dispose of all used material in accordance with applicable regulations 
33. X Sample used lube oil and spectrographically analyze for wear particles and contamination 
34. X X Inspect fuel supply lines 

35. X X Clean up work area and wipe down equipment 
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EXHIBIT A-WORK TO BE PERFORMED (NATURAL GAS) 
MACHINE DATA SCHEDULED MAINTENANCE PER YEAR PRICE PER VISIT 

Make: MITSUBISHI A. FULL PM 1 $869.00 
Model: 6D22C B. SYSTEM CHECK 1 $163.00 
Serial No.: 99381154 C. 
Ref. No 
Owner: Town of Secaucus Library-1379 Patterson Plank Road 

A. B. c. 
1 X X Check cylinder temperatures at available load. 

2 X X Inspect air cleaner indicator. 

3 X X Check coolant level systems. 

4 X X Check battery level and maintain. 

5 X X Check operation of battery charging equipment, 

6 X X Inspect Altronic display for alarms and check spark energy level 

7 Check engine oil level add as needed. 

8 X Check overall appearance for any unusual: Noise, Vibration, Loose Bolts or Nuts, and 
Coolant, Oil Leaks, and Gas Leaks 

9 X Check crankcase pressure gauge and adjust valve accordingly, if needed. 

10 X Check forthe presence of any alarms on the computer and on GENCON. 

11 X Check that all display data readings are in their normal ranges. 

12 X Change lubricating oil As required 

13 X Change lube oil filters and bypass oil filter. 

14 X Analyze oil reports for wear particles and contamination. 

15 X X Inspect gas train pressure gauges for proper supply pressures. 
16 X Change air filter as needed. 

17 X Check intercooler drain for coolant leaks. 

18 X X Check and adjust pre-chamber valve lash; record changes. As required 
19 X Check degree of protection and PH. 

20 X Check exhaust flex connections for leaks or loose fittings. 

21 X Check operation of jacket water heater. 

22 X Lubricate necessary fittings. 
23 X Inspect governor linkage operation. 

24 X 1nspect electronic governor connections, actuator, and coupling, 
25 X Repair minor coolant, lube oil, and gas leaks, engine related. 

26 X Check spark plug ignition wires, mag pickup wires, and hall effect pickup wires. Inspect the 
spark plugs. 

27 X Check operation of remote fans, louvers, and radiators. 
28 X Inspect generator and AVR. 

29 Inspect generator bearing and stator RTD readings. 
30 X Check auto start/stop controls. 

31 X Check safety shutdowns. 

32 X Dispose of all used material in accordance with applicable regulations. 
33 X Check the starting motors. 

34 X Visually inspect the pre-chamber holders. As required 
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35 
36 
37 
38 
39 
40 

41 

42 

43 
44 
45 

EXHIBIT A {CONTINUED)-WORK TO BE PERFORMED (NATURAL GAS) 
A. B. 
X Check air/fuel ratio controller for proper operation. 
X Check Delta P controller for proper operation. 
X Inspection of gas regulator and solenoid valve. 
X Inspect radiator cleanliness and proper operation. 
X Inspect radiator belts, grease fittings, if needed. 
X X Operate generator set and verify correct voltage and frequency. 

X Load test machine through operation of transfer switch and using building load. (*This will 
be done only with permission of the engineer on duty.) 
Load test machine with onsite load bank 

X Check for proper operation of computer hardware and software. 
X Review service log for completeness and any follow-up required. 

X X Clean up work area and wipe down equipment 
•. 

EXHIBIT B - BiLUNG PROCEDURE 

Preventative maintenance shall be prepaid to ENER-G Rudox by OWNER on the commencement date of this 
agreement annually in accordance with the rates enclosed herein .. 

Additional work will be billed on a time and material basis using standard labor and parts prices in effect at the 
time the service is performed. 

Labor rate at the time of this proposal will be $125.00 per hour and mileage rate will be $2.50 per mile. 

Any work performed other than that listed on Exhibit A will be billed on the following schedule. 

1. Parts and supplies-standard parts prices at the time service is performed plus special handling and air 
freight, if required. 

2. Labor time is portal to portal and based on: 

Standard rate between 7:00 AM and 4:00 PM weekdays (normal work days) 
Sundays - double the standard rate 
Holidays -two and a half times the standard rate 
All other time is one and a half times the standard rate 
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3. For servi~eman called to the job at times other than normal hours there is a minimum charge of four 
(4) hours. lfcall is between 7:00 AM and 12:00 PM on Saturday when ENER-G Rudox is open there will 
be no minimum charge. 

4. Mileage to and from jobsite and tolls. 

5. Extra parts required at 10% discount. 

6. Extra service labor required at 10% discount. 

7. Generator rental required at 10% discount. 
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\.ef'l/1!!!!!!!! 
www.mQderngroup.com 

Town of Secaucus 
1203 Paterson Plank Road 
Secaucus, NJ 07094 
Attn: Generator PM Agreement - Randy Morris 

Date: 
Type: 
Branch: 
Cust. # 

Modern Group Power Systems 
2501 Durham Rd 
Bristol, PA 19007 
Phone: 800-404-7291 
Fax: 866-209-7154 

January 10, 2020 
New PM Agreement 

420 

Next PM Due: 
Coverage Period: 211/20 - 1/31/21 
Aftermarket Sales Rep: Michael Camacho (201) 390~3 

This planned maintenance agreement is between: 

Town of Secaucus 
and MODERN GROUP POWER SYSTEMS for the equipment listed below at the location(s) that follow(s): 

Billing Address: Equipment Location: 
1203 Paterson Plank Road 
Address I: 

Ad'=" 

Secaucus, NJ 07094 
City, State, Zip: 

Attn: Generator PM Agreement - Randy Morris 
Attn, 

See Below 11Eguipment Specs" 
Address 1: 

Addre~: 

City, State, Zip: 

A"' 

Billini Contact Info: On-Site Contact Info: 
Name: Randy Morris 

Phone#: 
Cell: "'2""0,-l •-,40"'1,..· l,..,9'"4""2---------l 

Name: Same 
Phone#,-----------------; 

Fax#: 
Email: rmorris@secaucus,net Email: 

Equipment Specs : 
Unit l Kato 125KW I Serial# 76492 - Town Hall 
Unit 2 Cummins 125KW / Serial # A!30449684 - Epos 

Unit 3 Generac lOOKW /Serial# 3002666019 -Engine One 

Unit4 Cummins 800KW /Serial# 0201716/001 -Golden Ave PS 
Unit 5 Kohler l25KW /Serial# SGM324JMR- High School PS 

Unit 6 MTU 30KW /Serial# 95090602014 · River Road PS 
Unit 7 Triton l lOKW /Serial# L050507 - OEM2 

Unit 8 Magnum 105KW /Serial# MX188629-1212 OEM! 

Unit 9 Magnum 65KW I Serial# 10861-0310- OEM2 
Unit 10 Kohler 40KW /Serial# SGM32CG9T- Washington H&L 

Unit 11 Cummins 20KW /Serial# 9938154- Secaucus Road Gate 
Unit 12 Generac 275KW /Serial# 99381154 -Library 

Unit 13 Rudox 220KW /Serial# D990905777 - Born Street PS 
Unit 14 Generac 30KW I Serial # RG048 -Engine 3 

----------------1 



1 Major & 1 Minor PM Service Per Unit 

Page I of3 

The duration of this Agreement is for I year upon acceptance by both parties. Cancellation of this Agreement will 
require 30 days written notice by either party. A signed copy of your Agreement will be provided to you. 

Terms available pending credit approval; otherwise payment due at time of signing agreement. 

This Agreement consists of, and is limited to perfonning the services listed on Modern Group Power Systems Planned 
Maintenance Scope of Work. 

All Planned Maintenance work is based on rates for normal working hours of 8:00 am to 4:30 pm, Monday through Friday. 
Labor or parts not covered under this agreement will be subject to our regular existing rates unless otherwise specified. 

The charges for our service INCLUDE ENGINE OIL & OIL FILTER as required and/or per manufacturers 
,,recommendations. 

TOTAL NUMBER OF PLANNED MAINTENANCE INSPECTIONS PER YEAR 
MAJOR: _I_ MINOR: __ ! 

Total Visits 2 

TOTAL FOR ALL SCHEDULED VISITS ...... (Tax Not Included-See Page 3) ....... $ $10,500.00 

Modern Group Power Systems will not be held liable for damages to the equipment or property as a result of equipment . 
failure caused by any but not limited to the following circumstances. 

Improper or unauthorized operation. 
Normal wear and tear or damage due to overloading. 
Vandalism1 theft or acts of a third party. 
Act of nature. 
Failure to perfonn services due to labor disputes, material shortages or for any other 

cause beyond the control of Modern Group Power Systems. 
All items in this Maintenance Agreement have been approved and accepted by: 

Signature ofModem Group ~prcsentative Customer Signature 

Print Na.m6 Customer Prfot Name 

Date Date 

~tj;~1i?J~;h1ri~{If }t1itt;j~'~:t~~~t¢t~::~}l;!;1!~!~qo~~~~t,~~~tK~~~~H\;it: 



. isb1:burham iloiid 
. Bfist~I, :P~. !9007 

f.!<JV:t;.(;, 
tf~:,, 
\ (: " . 'OfJERfll 

www,maderngr011p.com 

2501 Durham Rd 
Bristol PA, 19007 
Phone:800-404-7291 
Fax: 866-209-7154 

Town of Secaucus 
1203 Paterson Plank Road 
Secaucus, NJ 07094 

Page2 of3 

Attn: Generator PM Agreement - Randy Morris 

Date: January 10, 2020 
Cust#: 

t~~fi.~11\¥J\tl~iJZ*~~Att~!MW:oascm ·,ltnn1it11(rti:1tJ,W}{tt1Jtgtj~t~-i1 lMPUNlf~\121t\~11\iWf4f:~~{;~~~I 

Planned Maintenance Agreement $10,500.00 

Tax EXEMPT EXEMPTi 

TOTAL U1~it~ll\i~~t~l~*~Jif§P:ID.9.R 
· < :., · · . 'Piymti~t lntorfuaurin''(Muid:i~ii)iii'a outJ :,., 

.:-·; 7:h;l'~.(~:::.:F;. ?,;;.-· !•f.r\.::\~v~')}:;c~ .. ; ; .. \-/· _!!0¢Q((rj!~)V1tJ:(£$t~Ptt$.fi~<;f -;r.fri;it~:. -~-·;·::,:.·. ><'..::.:r/~ ·::>St ,..··:·,, :>/..:.,L)' }:-f'/:3>1 
Purchase Order# _____________ _ Pay as you go (Invoice) 

PO's must accompany agreement 
Bill Full Contract 

" Paying by check or credit card fill out section below. (Bill Full Contract) 

Check: Check# _________ _ 

Credit Card: Visa 

Card Holder Name: 

Billing Address: 

City, State, Zip: 

Credit Card Number. 

Exp. Date: 

Discover 

( All checks must have Cust. #) 

MasterCard American Express 

Security Code: 



Upon signing of the maintenance agreement, please remit payment information for the services above 
and return with your contract. 

Page 3 of3 



IN"IN"IN". rn o derngro up.corn 

Major PM Scheduled Maintenance Program Services 

1. Engine Lubrication System - A complete check of the engine lublication system. Change engine 

oil fluid and filter. 

2. Cooling System-Check of the complete cooling system. Will recommend changing coolant & 

filters when applicable per Generac specifications, Additive levels checked and maintained in 

Diesel engines. 

3. Fuel System - Complete fuel system check with fuel filter replacement. 

4. Starting System - Complete check of starting system including engine battery, starter, cables, 

and charger outputs. 

5. Air System- Complete check of air intake and exhaust system including associated louvers. Air 

cleaner inspected and cleaned. Will recorrunend changing filter as per Generac specifications. 

6. Exltaust System - Complete exhaust and muffler system check for leaks and proper operation. 

7, Auxiliary Engine Compone11ts-Check all engine systems such as tmbochargers, governors, 

and heaters. 

8. Generator Components & Operation - Complete check of all generator components for proper 

operation including controls, circuit breakers, as well as fuel, coolant, and oil systems. Check all 

control panel operations and shutdown systems. Load test system during annual visit upon 

request (additional charges apply). 

9. Automatic Tm1tsfer Switcft (ATS)-Complete check.of the automatic transfer switch in terms of 

connections, sequencing, timing, charging, exercising, and positive start/stop. 

10. Disposal- Proper disposal of all waste products used dlll"ing the SM service in accordance with 

BP NDEP guidelines. 

11. SM Cltecklist - Provide completed written checklist for services pe1formed and recommended. 
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TOWN OF SECAUCUS 
SOLICITATION OF QUOTATION RECORD FORM 

DEPARTMENT _ _;,C?..:::....._,,__?i_.C:::._...,_· _________ _ 

ITEM OR SERVICE (5e1;4~ /.(:1&1;~/f//f1(c,,C 

Verbal Quotes for Less Than $6,000.00 
Written/Formal Quotes $6,000.00 but Jess than $40,000.00 • Quotes Attached 
(Quotes over $17,500.00 must contact the QPA) 

DATE CALLED: 

VENDOR: 

ADDRESS/PHONE: 

PRICE: 

DATE CALLED: 

VENDOR: 

ADDRESS/PHONE: 

PRICE: 

DATE CALLED: 

VENDOR: 

ADDRESS/PHONE: 

PRICE: 

Recommended Vendor 

Comments: 

I 

~,tfJ, 

P: zl'ap-4&- ?,:if/ 

1~/4-azo _ 
S;;,v,-,._;r-£ ~:z:;..t'us.i,J ,#-a,'#? ,&&Yc/flJ 
/S-o di£. /7 c5?~- P: ;z,:r; -4cf9-S8oo 

uc-t,.: /7~ . . 
//,{ff275? 

/I u 'l/f,-a. r;: ;(3._,;,o)(' ) Cost: :if)q, -f ,?-,? 5!£. 

ance v.-i!h the current Procurement Bureau 

(Signature of department head) /4 /4 
Dale: / 2.4 :Zt720 

Please ensure to attach al! appropriate written quotes and correspo~dinq laoerwork. 
Thank you for your anticipated cooperation. 



Town of Secaucus Generators 2020 

1. Town Hall 1203 Patterson Plank Road Kato 125KW NG Serial# 76492 
3306 Serial # 66D28213 

2. Epos 150 Plaza Center Road 

Serial II A130449684 Cummins QSB7 

Cummins Diesel 125KW 3 phase DSGAB 

{disconnected) 

CAT 

1220375 

3. Engine One 150 Plaza Center Road Generac lOOKW NG Serial II 3002666019 
Ford 10 Cylinder 

4. Golden Avenue Pump Station End of Golden Avenue Cummins 800 KW D Serial# 

0201716/001 Model#: SAA6D170E3 Serial# 313326 

5. High School Pump Station 11 Mill Ridge Road Kohler 125KW NG Serial# SGM324JMR 
John Deere 4045HF285 Serial# 2654F 

6. River Road Pump Station End of river Road MTU 30KW NG Serial II 95090602014 

John Deere 3029TF150 Serial# CD3029L298952 

7. OEM 2 (mobile) 325 Centre Avenue 
6068HF285KL 

Triton 110KW D Serial# L050507 John Deere 

8. OEM #1 (mobile) 1377 Patterson Plank Road Magnum 100 -105KW D Serial# MX 
188629-1212 John Deere 4024HF285 Serial II PE4045L2309'.),0 

9. OEM #2 (Mobile) 1377 Patterson Plank Road Magnum 75 - 65KW D Serial II 10861-

0310 John Deere 4024HF285 Serial# PE4045L119304 Battery Date: 8/17 

10. Washington Hook and Ladder 2725 County Avenue Kohler 40KW NG Serial 
SGM32CG9T GM Vortec 

11. Secaucus Road Gate 
Serial # 9938154 

Secaucus Rd. near Meadowlands Pkwy. Cummins 20KW NG 

Kubota V2203 Serial# OSG1209 Battery Date: 6/17 

12. Library 1379 Patterson Plank Road Generac 275KW NG Serial# 99381154 
Mitsubishi (2017) 

13. Born Street Pump Station 
Mitsubishi 6D22TC 

End of Born St. Rudox 220KW NG Serial# D990905777 

14. Engine 3 

(2017) 
146 Centre Avenue Generac 30KW NG Protector QS Series Model RG048 



Resolution No. -----

TOWN OF SECAUCUS 
COUNTY OF HUDSON, STATE OF NEW JERSEY 

A RESOLUTION ON BEHALF OF THE TOWN OF SECAUCUS AUTHORIZING 
THE AW ARD OF A CONTRACT FOR NFPA TESTING OF THE APPARATUS 
AND EQUIPMENT OF THE SECAUCUS VOLUNTEER FIRE DEPARTMENT 

TO FAIL SAFE TESTING 

WHEREAS, the Town of Secaucus Volunteer Fire Department has a need for annual NFPA 
testing for various fire apparatus and equipment including fire hose, aerial ladder, fire pump and ladder 
performance testing in the interest of safety; and 

WHEREAS, the Town of Secaucus Fire Department has obtained three (3) quotes for these 
services; and 

WHEREAS, Fail Safe Testing of 300 Craig Road, Suite 209, Manalapan, New Jersey has 
submitted a quote, that was presented to the Qualified Purchasing Agent, providing for the above-named 
services for a contract price of Eight Thousand Four Hundred Seventeen Dollars and 67/100 ($8,417.67); 
and 

WHEREAS, Fail Safe Testing was the lowest responsible quote; and 

WHEREAS, the Chief Financial Officer has determined that sufficient funds to award this 
contract are available under line item 01-2010-00-21302-2:1:-0 6q 

NOW THEREFORE, BE IT RESOLVED, that the Mayor and Council for the Town of 
Secaucus, County of Hudson, State of New Jersey award the contract for NFPA Testing of the Apparatus 
and Equipment of the Secaucus Volunteer Fire Department to Fail Safe Testing at an amount not to exceed 
Eight Thousand Four Hundred Seventeen Dollars and 67/100 ($8,417.67) for a one (1) year term, 
beginning on February 10, 2020; and 

BE IT FURTHER RESOLVED, that Fail Safe Testing shall provide any and all compliance 
information requested by the Town of Secaucus Office of Purchasing; and 

BE IT FURTHER RESOLVED, that the Mayor, Town Administrator, or their designee are 
hereby authorized to execute any documents regarding the awarding of the contract with Fail Safe Testing 
for NFPA Testing of the Apparatus and Equipment of the Secaucus Volunteer Fire Department as 
described herein; and 

BE IT FURTHER RESOLVED, that the Mayor, Town Administrator, or their designee are 
hereby authorized to take any action necessary to effectuate the spirit and purpose of this resolution. 

Adopted: February 11, 2020 



I, Michael Marra, Town Clerk of the Town of 
Secaucus, County of Hudson, do hereby certify that 
the above is a true copy of a resolution approved by the 
Mayor and Council on February 11, 2020. 

Town Clerk Mayor 

Motion: Yos No Abstain Absent 

Second: 

Councilman Costantino 

Councilman McKeever 

Councilman Clancy 

Councilman Dehnert 

Councilman Gerbasio 

Councilwoman Tringali 

Mayor Gonnelli 

I. Sheetal Nagpal, Treasurer of the Town of Secaucus, 
do hereby certify ~t funds are available in accordance 
with the Local Budget Law NJSA 40A:4-1 in 
Account Number: . 
.!2.L-2010 oo _2.t soa-OGCJ 
Amount $ 9 4· I ·::;. ~"I- Date 2z 7-/ 2ov' 

.A-U ~.h:d --?~Pt/4.4-. 
Sheetal Nagpal V 



Fa ii Safe Testing 
300 Craig Road 
Suite 209 
Manalapan, NJ 07726 us 

Phone: (888) 319-3252 
Fax: (732) 656-0110 
biliing@failsafeusa.com 

Bill To: 
Secaucus Fire Department 
1203 Paterson Plank Rd. 
Secaucus, New Jersey 07094 
Chief Carl Leppln 

Ship To: 
Secaucus Fire Department 
1203 Paterson Plank Rd. 
Secaucus, New Jersey 07094 

G; __.> 

FAuJ.iaFE 
Fire Hose, Pump, & Ladder Testing 

Quote Number: 00014759 
Quote Date: 01/01/2020 
Expiration Date: 12/31/2020 
P.O. Number: 

Contact: 
Joe Schoendorf 
Deputy Chief 
Phone: (201) 681-8312 
Mobile: (551) 655-4857 
Email: jschoendorf@secaucus.net 

QUOTE 
Customer will be charged, and final price adjusted based upon the actual equipment 

beinfl_ tested 

Fire Pump Test<= 1500 GPM Annual fire pump 
performance testing as per NFPA 1911 (less than or $22s.oo I $450.00 

equal to 1500 GPM) 

Fire Pump Test> 1500 GPM Annual fire pump 
performance testing as per NFPA 1911 (greater than $250.00 I $1,250.00 

1500GPM) 

Heat Sensor Label Heat sensor for ground/aerial 
$2.50 I $125.00 

ladder 

Aerial Ladder Test Annual aerial ladder testing as per 
NFPA 1911 (Non NDT) (Heat Sensors separate line item $600.00 I $600.00 

if required) 

Ladder Test Annual ground ladder testing as per NFPA 
1932-2015 (Heat Sensors are a separate line item if $3s.oo I $1,178.00 

required) 

It is expressly understood that Fail Safe Testing (FSTI shall not be liable or accountable under any guarantees or 
warrantl~s, either express or implied) statutory by operation of lawJ or otherwise relative to the use of any testing 
equipment after date of inspection, Furthermore, FST wm not be held 11.;ible or Eccountable for any piece of 
equipment that fails durlng testing. By signing you acknowledge all terms and conditions. 



Fire Hose Test Annual fire hose testing as per NFPA 

1962 
$0.21 $4,814.67 

To Schedule Se_rvice, Sign Below and Return to Fail Safe Promptly via Fax, Mail, or Ema_il 
Signature: I Title: I Date: 

It is expressly understood that Fail Safe Testing (FST) shall not be liable or accountable under any guarantees or 
warranties, either express or implied, statutory by operation of law1 or otherwise relative to the use of any testing 
equipment after date of Inspection. Furthermore, FST will not be held liable or accountable for any piece of 
equipment that fails during testing. By signing you acknowledge all terms and conditions. 



300 Craig Road, Suite 209, Manalapan NJ, 07726 
Phone: {888) 319-3252 Fax: (732) 656-0110 

info@failsafeusa.com www.failsafeusa.com 

Fire Hose & Appliance/Nozzle Testing 
customer will be responsible to secure water supply and will bear any associated cost. 

Customer will be responsible to have a driver available on day of testing. 
Customer will be responsible to provide a flat, clean, paved testing area "'300ft x 40ft. 

Customer will be responsible to provide a pump and operator for nozzle testing. 
Job Description: 

• Test all hose, appliance, and nozzles (charged separately) to NFPA 1962 (hose 1987 and older and 
LOH hose without locks will be tested unless otherwise requested by the customer. Not 
responsible for general maintenance such as coupling tightening} 

• Provide complete computerized report 

• Unpack and repack all hose beds/racks 
• Ink stenciled number system on each length or item 
• Replace gaskets as needed 
• Yearly color code provided one each length or item 
• Apparatus inventory report 
• Tag all failures out of service 

Ground Ladder & Aeriai Testing 
Customer will be responsfble to secure water supply for horizontal bend test and bear any cost. 

Customer will be responsjble to have a driver available on day of testing. 
Job Description: 

• Test all ground ladders to NFPA 1932. Test all aerials to NFPA 1911 
• Provide complete computerized report 
• Return all ground ladders to apparatus or firehouse 
• Place identification number/inspection sticker on each ground ladder/aerial tested 
• Yearly color code provided on each ground ladder tested 
• Tag all failures out of service 
• Apply customer or Fall Safe supplied heat sensor labels. Heat sensor labels provided by Fail Safe 

will be charged to customer at $2.50 each 

Pump Testing 
Customer will be responsible to provide a flat level surface and a means to fill a drafting tank. 

Customer will be responsible to have a driver available on day of testing. 
Job Description: 

• TestallfirepumpstoNFPA1911 
• Provide complete computerized report 
• Place inspection sticker on each pump tested 

**All job are subject to additional cancellation fee without 48hrs advance notice** 
**All retest requests due to failure or out of service equipment will incur additional costs** 

It is expressly understood that Fail Safe Testing (FST) shall not be liable or accountable under any guarantees or 
warranties, either e)(press or Implied, statutory by operation of law, or otherwise relative to the use of any testing 
equipment after date of Inspection. Furthermore, FST will not be held liable or accountable for any piece of 
equipment that fails during testing. By signing you acknowledge all terms and conditions. 



c-;, __> 

FAri.lwf 
Fire Hose, Pump., & Ladder Testing 

Customer Information Form 

Please scan back to info@failsafeusa.com or fax back to 732-656-0110 
If you would like to complete this form online, please click on the fellowing link: 

Click here to uedate Information 

Fire Oeoartment 

Fire Department: Secaucus Fire Department 
FH Physical Address: 
FH Phone: (201) 330-2060 I FH Fax: I FH Door Code: 

Main Contact 
Name: Joe Schoendorf I Title: Deputy Chief 
Cell: (551) 655-4857 I Home: I Werk: 
Email: jschoendorf@secaucus.net 

lnvoicin~ and Mallin~ 
Attention report to: Carl Leppin I Title: Chief 

Yes, please email the report to: cleppin@secaucus.net 
Yes, please mail the report to: 1203 Paterson Plank Rd., Secaucus, New Jersey 07094 

Attention invoice to: Chief Carl Leppin I Title: cleppin@secaucus.net 
Yes, please email the invoice to: cleppin@secaucus.net 
Yes, please mail the invoice to: 1203 Paterson Plank Rd., Secaucus, New Jersey 07094 

Purchase Order# (if available}: 
Will you have new hose this year? I What is the estimated footage? 
Will you have any new apparatus this year? I How many? 
Will you be interested in testing the following? 

Ground Ladders? 
Hard Suction Hoses? 
Appliances? 
Nozzles? 
Pumps (available in select areas} 

Comments/Special Requests: 

It is expressly understood that Fail Safe Testing (FSD shall not be liable or accountable under any guarantees or 
warranties, either express or implied, statutory by operation of law, or otherwise relative to the use of any testing 
equipment after date of inspection. Furthermore, FST will not be held liable or accountable for any piece of 
equipment that fails during testing. 



(i(X\ MISTRA.S I Servic.es 
\2:JI/_. .. Asset Protection So/u.tipns DiviSton 

P: (740) 788-9188 • F: (740) 788-9189 J 1480 James Parkway• Heath, OH 43056 I www.mistrasgroup.com 

January 9, 2020 

Deputy Chief Joe Schoendorf 
Secaucus Fire Department 
Secaucus, NJ 07094 

Subject: 2020 Quotation for Apparatus and Testing 

Dear Chief: 

Quote#580-2020-1-9-6 

~\ 
~;~ 
[Aca~fill':mh 

CW)f!CAlE/:~I 

ISO 17020:2012 

Thank you for contacting FireOne regarding your 2020 fire hose, aerial device, ground ladder and 
apparatus fire pump testing. We are pleased to inform you that FireOne has recently joined the Mistras 
Group and the Mistras Group appreciates the opportunity to submit this quotation to you. Mistras Group is 
an ISO 17020 accredited organization for apparatus and equipment testing as called for in NFPA 1911. 

For 2020, aerial devices are tested for $800 per device, including non-destructive testing and 
hydraulic oil analysis. Aerial device testing follows NFPA Standard 1911, Standard for the 
Inspection, Maintenance, Testing, and Retirement of ln-SeIVice Automotive Fire Apparatus, 
2017 Edition, Chapter 22. All welds on aerials must be free of dirt, grease, oil, paint, lint, rust or 
other extraneous matter that would interfere with the examination. 

Ground ladders are tested with the aerial devices for $2.20 per foot and includes inspecting and 
testing per the manufacturer's instructions and NFPA 1932, Standard on Use, Maintenance, and 
Service Testing of In-Service Fire Department Ground Ladders, 2015 Edition. Our price 
includes heat sensor and hazard labels applied as needed. 

Fire hose is tested for 23 cents per foot regardless of diameter, and includes all hose removed, tested 
using our hydrostatic test machines, labeled and re-packed on your apparatus. A detailed report is then 
prepared. All work follows NFPA hose standards including NFPA 1962, Standard for the Care, Use, 
Inspection, SelVice Testing, and Replacement of Fire Hose, Couplings, Nozzles, and Fire Hose 
Appliances, 2018 Edition. FireOne technicians do all of the work. 

Apparatus fire pumps are tested in your fire station parking lot using our portable pump test system for 
$300 per pump test. Testing follows NFPA Standard 1911, Standard for the Inspection, Maintenance, 
Testing, and Retirement of In-Service Emergency Vehicles, 2017 Edition, Chapter 21. Detailed reports are 
prepared with the results of all testing. 

Delays and/or stand-by time which causes time over and above the originally quoted job after personnel 
and equipment has arrived on site, not attributed to Mistras Group, will be invoiced at $95.00/hr. Partial 
inspections will also be billed at $95.00/hr. 

----------------Asset Protection Solutions 



~ M ISTR~S I Servlc.es 'gi/_._ .. ·A!iset Proteictfon ·solutl,on.;; DiviSio11 

P: (740) 788-9188 • F: (740) 788-9189 I 1480 James Parkway, Heath, OH 43056 I www.mistrasgroup.com 

Deputy Chief Joe Schoendorf 
Secaucus Fire Department 
January 9, 2020 
Page2 
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TSO 17020·.2012 

Upon acceptance of this quote please supply a purchase order with an invoice address. This will allow 
Mistras to complete the necessary paperwork for completing your work. 

Thank you for giving the Mistras Group the opportunity to be of service to your fire department 

Sincerely, 

Jim :/{,ef/w; 

Operations Manager 
Transportation Services Division 
Mistras Group, Inc. 

Customer Name: 
Acceptance Signature: 
Signature Date: 

----------------Asset Protection Solutions 
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~ Asset Protection $olu'ti.on~ OiviSiOn 
P: (740I 788-9188 • F: (740) 788-9189 I 1480 James Parkway• Heath, OH 43056 I www.mistrasgroup.com 

TERMS and CONDITIONS 

cemi;c,;11'."'4tflll)I 

ISO \7020:2012 

I. Purchase orders, change orders, verbal orders, letters of intent, verbal or written instructions to proceed e!I:., pertaining to written quotations or 
verbal offers for the supply of technical personnel, equipment, materials, and associated ~rvices are accepted by Mistras Inspection &Engineering Services, 
Inc. ('"MG"), its officers, qualified representatives and employees, subject to MG's standard conditions as set forth herein. Any interim good-faith action 
by MG in support of any request by a purchaser must not be construed to imply MG's intention to accept or acceptance of any purchaser's standard terms 
and conditions of order/contract, or their modifications and revisions, where these depart from or exceed MG's standard conditions. 
2. Purchaser must indicate the scope of work, including: 
(i) As to inspection services, the method(s) of inspection (i.e., radiography, ultrasonic examination, magnetic particle examination, 
visible and fluorescent liquid examination, tank inspection and engineering services). However, MG will use reasonable efforts to assist in the selection of 
such method(s) and to locate or measure discontinuities or characteristics of the type, which normally can be located or measured. 
MG equipment is fitted with standard electrical plugs or hose and pipefittings. In the event MG standard utility fittings do not comply with local requirements 
or special customer regulations, it \viii be the responsibility of the customer to pipe, plumb, wire, or otherwise modify any mstallation or equipment. In 
addition, when this has been completed MG reserves the right to accept or reject the safety of such modifications and will accept no responsibility for any 
piping, wiring, or other utnity connections perfonned by others. 
MG will use its best efforts to provide efficient equipment, suitably tested and precommissioned prior to each operation period, together with a competent 
operations staff. MG will use its best efforts to conduct each service within the time limits set by the purchaser. 
Purchaser shal~ before commencement of any work, and 'Without cost to MG remove or make safe any conditions at the job site or on the workplace which 
present a safety hazard to workers or equipment, including, but not limited to, electric wires, flames, smoke, flammable liquids or gases, fumes, steam, 
poisons, asbestos, hazardous or toxic chemicals, and hazards from other contractors working above,. below, or adjacent to the MG work area. 
Purchaser shall supply adequate scaffolding, lighting, and handling facilities at each work area. 
Upon completion of the work, purchaser shall insure that lines or vessels are free offoreign materials to its own satisfaction. 
If purchaser fails to perform any of the foregoing,. it shall indemnify, defend, and hold MG harmless for any damages of any type whatsoever which result. 
MG will endeavor to use its besl reasonable efforts to avoid damage to the item(s) to be inspected and/or heated, but MG shall not be responsible for any 
damages of any type whatsoever, direct or indirect, consequential or otherwise, resulting from such inspection or heat application. 
3. MG neither accepts nor assumes any responsibility or liability for damages or delays resulting from any purchaser provided component 
malfunction; failure ofpurchaserprovided equipment, interruptions or irregularities in purchaser provided electrical current, or other irregularities or failures 
occurring as a result of purchaser provided services; the failure or default of purchaser or any purchaser or any contractor or supplier thereto to furnish 
equipment or material or to do work as agreed upon with MG; action or inaction of any government agency having or claiming jurisdictions; strike or 
lockout of workers; accident;. war; action of mobs or public enemy; any act oflawlessness interrupting work or destroying or injuring the material therefore; 
act of God; or inclement weather. 
All costs including overheads and profit thereon incurred by MG on account of delay or interruption of its work by act or omission on part of purchaser, or 
any party acting for or on behalf of purchaser, or by act or inactlon of governmen!al or regulatory agency wm be for the account of purchaser. 
4. MG MAKES NO REPRESENTATIONS OR WARRANTIES, EXPRESS OR IMPLIED, OF ANY KJND WHATSOEVER, INCLUDING 
REPRESENTATIONS OR WARRANTIES OF MERCHANTABILITY OR FITNESS FOR ANY PARTICULAR PURPOSE, OTIIBR THAN SET 
FORTH HEREIN. 
5. If a Warranty of Perfonnance is offered by MG for any setvice the details of such Warranty of Performance shall be found in Attachment A 
titled, "Warranty ofPerfonnance." 
6. The following takes precedent over and supercedes any other provision. agreement or understanding to the contrary, in that, notwithstanding any 
other provision, agreement or understanding between purchaser and MG to the contrary: 
(i) Consequential Damages: under no circumstance and under no theory oflaw, whether contract, quasi~contract, strict liability, warranty, indemnity, 
tort (including the sole or concurrent negligence), fault or any other theory of law or cause ofactlon, shall MG or its insurers, guarantors, officers, or 
employees (collectively MG} be liable to purchaser or its customers for consequential damages, loss of revenue, loss of profit, loss of use ofca.pital, 
production delays, loss of product, delays in delivery, removal and reinstallation costs, reservoir Joss or damage, downtime of facilities or other downtime, 
or damage, or loss resulting from any damage or loss, or indirect or consequential loss or damage, however and whenever arising under any agreement or 
understanding with purchaser or as a result of or in connection with the work undertaken by MG for purchaser or on its behalf, and whether based on 
negligence, whether sole or concurrent or active or passive, or breach of warranty, breach of contract or otherwise, and regardless whether such claim, or 
the basis thereof, is considered as a <:onsequential damage or otherwise; and 
(ii) Cap: the only exposures, losses, risks, claims, counterclaims, obligations and liabilities, of any kind or nature whatsoever, to which MG can be 
and is herein subject to under, arising from or in connection with any and all services or work perfonned by MG for purchaser or on purchaser's behalf, 
including but not limited to, any and all related damages, losses, illnesses or injuries or deaths sustained or incurred by purchaser, its customers or other 
Contractors, or the officers, directors, employees and insurers of any of them, shall be and shall only be those directly and so!e{y caused by MG and only 
to the extent so caused, and in any event, in the aggregate shall not, under any circumstances, exceed, one and one~halftimes all moneys paid to MG as a 
result of such work; to the extent of any and all other exposures, losses, claims, counterclaims, risks and liabilities, and any and all related third party 
damages, losses, illnesses or injuries or deaths, purchaser, by awarding such work to MG., does hereby agree to defend, indemnify and hold harmless MG. 
7. Payment shall be made in funds current at par, as specified in MG'S proposal without cost to MG for collection. Purchaser agrees to pay 
reasonable attorney's fees and costs incurred by MG in the collection of any funds due MG after lhe date upon which payment is due. 
8. Unless otherwise stated in MG's proposal all sales taxes, use taxes, gross receipts taxes, value added taxes, and other truces imposed on MG or purchaser 
with respect to the equipment, materials, or services furnished under these contractual conditions will be for the account of purchaser and will be invoiced 
as additions to the price quoted in MG's proposal. 
9. Title to reports, film and other items does not transfer tmtll full payment by Purchaser is received by MG. Nothing set forth herein shall be construed 
as conferring by implication, estoppels or otherwise any license under any existing or later issued copyright, trademark and/or patent. 
10. No tenn, condition or provision set forth herein shall be deemed waived by MG or any breach hereof excused by MG unless such waiver or excuse 
be in writing signed by an authorized representative ofMG. No consent by MG or waiver of any breach of purchaser shall constitute a consent to, waiver 
of, or excuse for any other subsequent breach of any type whatsoever by purchaser. 
11, TI1e construction and performance of conditions set forth herein, as well as any other agreement between purchaser and MG. shall be governed by 
the laws of the state in which such work is performed withoul regard to principles of conflicts of law. 

----------------Asset Protection Solutfons 
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12. Through and including a period of six (6) months following completion of any work by any employee of MG at any of Purchaser's facilities, 
without the written consent of MG, Purchaser agrees to not, and shall not permit any subsidlary, affiliate, contractor or subcontractor to, directly nor 
indirectly hire or offer employment to any such employee of MG. 
13. MG is responsible for the confidentiality of all information obtained or created during the performance of inspection activities. MG shall infomt the 
client, in advance, of the information it intends to place in the public domain. Except for information that the client makes publicly available, or when 
agreed between the inspection body and the client (e.g. for the purpose of responding to complaints), all other information is considered proprietary 
information and shall be regarded as confidential. 

H. WARRANTY OF PERFORMANCE 

MG warrants that if any ofi(s compJeted services are defective in that they either fail to conform to the requirements defined in the scope of 
work document or are not in accordance with sound and consistfntly applied industry standards, or both, MG will perform (Ht cost, with no 
mark up to the purchaser) such corrective services as may be necessary to reinspect any such defective services. Tbe purchaser must bring 
claims for service under this Warranty to MG)s attention in writing within_ (no greater than 12) months from completion of the services; or, 
fr-am completiol! of the d1sc!"eet segment, which includes the services in question. MG shall not be responsible for corrective construction or 
repair work. 

MG makes no other warranty of any kind expressed or implicdj and MG shall have no other liability to the purchaser for defective services> 
whet11er caus1id by error 1 omission, negligence or othenYise. 

THE ABOVE UNDERTAKING IS TN LIEU OF ANY OTHER WARRANTY OF MATERIALS OR WORKMANSHIP BY MG AND ALL EXPRESS 
OR IMPLIED WARRANT/ES INCLUDING ANY OF' MERCHANTABILITY OR FITNESS FOR ANY PURPOSE ARE EXCLUDED. ALL 
FAILINGS IN THE INSPECTION OR HEAT TREATING WORK WHETHER OR NOT DUE TO MG'S NEGLIGENCE, AND ALL CLAIMS 
AGAINST MG RELATING TO FAILINGS IN SUCH WORK WHETHER ARISING TN CONTRACT, TORT (INCLUDING NEGLIGENCE), 
STRICT LIABIUTY, PRODUCT LIABILITY OR OTHERWISE, EXCEPT AS PERMITTED ABOVE, IN THIS ATTACHMENT A1 ARE 
SPECIFICALLY WAIVED AND RELEASED BY PURCHASER. 

By virtue of awarding this job or any future jobs to MG it is understood that the conditions stated above are accepted. 
I. PERIOD OF PERFORMANCE 

This quote shall remain in effect for (1) year from the date of both parties acceptance below. 

ACCEPTANCE AGREEMENT 
Acceptance of this proposal can be initiated in one of1he following manners; 

Returning a signed copy of this quote. 
A purchase order referencing this quote number. 
Any written document or notice to proceed referencing this quote number. 

----------------Asset Protection Solutions 



FlreFlow Seivlcas Inc. 
500 Campus Drive Suite C 

Mount Holly, NJ 08060 

(609)-978-6472 

ADDRESS 

Secaucus Fire Departent 
1377 Paterson Plank Road 

Secaucus, NJ 07094 

DATE ACTIVITY 

01/07/2020 Aerial Ladder Testing 
Annually Aerial Test 
Aerial test will consist of: 
Visual Inspection of Aerial Device 
Operational Test of Aerial Device 
Functional Test of Aerial Device 

Test will be performed by Aerial Test Company 

01/07/2020 Fire Pum~ Testing 
Annually Ire Pump Testing 
Perform on site pump testing per NFPA 1911 

01/07/2020 Ground Ladder Testing 
Annually Ground Testing per Perform NFPA 1932 

Ground Ladder Test-Price is PER LADDER 

01/07/2020 Special Note 
"* IF NEED TO BE REPLACE ,.. 
PRICE: $ 3.00 per sticker 
Heat sensor stickers for Ground Ladder per NFPA 
Required: 
• 4 Heat Sensor stickers for Main Section and Fly Section. 

01/07/2020 Hose Testing 
Annually Fire Hose Testing 
Perform fire hose testing .ier NFPA 1962 standard_,;_ 

If you need an Aerial Test please contact our Sub-Contractor 

Aerial Testing Company to receive FlreFlow customer pricing. 

ATC - (800) 237-1197 

Accepted By Accepted Date 

Failure is an NOT and Option. 

FllREFL~ ... -

QTY RATE AMOUNT 

2 1,000.00 2,000.00 

7 250.00 1,750.00 

31 45.00 1,395,00 

1 0.00 0.00 

22,927 0.21 4,814.67 



Stewart & Stevenson 
Power Products LLC 

January 7, 2020 

Mr. Randy Morris 
Town of Secaucus 
1203 Paterson Plank Road 
Secaucus, NJ 07094 

Ref: LG2 l 893 
,Acct# 

Dear Mr. Morris: 

ATLANTIC POWER SYSTEMS •• I •• :Jfl:k~ 

Caterpillar 
(3)Cummins 

(3)Generac 

(2)Kohler 

MTUOnsite 
(2)Magna 

RUDOX 
Triton 

SIN 66D28213 
SIN A 13 0449684 
SIN E050784996 
SIN 0201716/00 I 
SIN 3002666019 
SIN 3001489637 
SIN 9938154 
SIN SGM324JMR 
SIN SGM32CG9T 
SIN 95090602014 
SIN MXl88629-1212 
SIN 710861-0310 
SIN D990905777 
S/NL05007 

We are pleased to offer this proposal for a(!) year service agreement for the above referenced power 
systems. 

The service will be performed in accordance with the enclosed procedures and will include: 

• (1) Level 2 Inspection with an oil, filter change and lab analysis of oil, coolant and fuel 
samples. To be performed during regular hours. 
• (1) Level3 Inspection. To be perfmmed during regular hours. 

Your cost for these services will be: 

(1) Level 2 PM 
(1) Level 3 PM 

$12,807.00 
4,060.00 

$16,867.00 

Above prices are based on work perfonned during normal business hours, unless otherwise specified, and do 
not include any applicable sales taxes. 

All waste fluids and filters will be removed and disposed of according to EPA regulations. 

Stewart & Stevenson Power Products LLC - Atlantic Division 
Atlantic Power Systems 

180 Route 17 South, P.O. Box 950, Lodi, New Jersey 07644 Phone: (201) 489-5800 Fax: (201) 368-1071 
www.atlantlcdda.com 



Mr. Randy Morris 
Town of Secancus 
January 7, 2020 

Page 2 

As a Stewart & Stevenson maintenance customer, you will be given priority in responding to emergency 
calls 24 hours a day, 7 days per week on a time and material basis. 

Should this proposal meet with your approval, please issue a purchase order referencing LG21893 and return 
it to my attention along with the signed agreement. Upon receipt of these documents we will schedule your 
services. Please note that any Purchase Orders mnst be made out to Stewart & Stevenson Power Products 
LLC. 

If you have any questions feel free to call me at 201-359-6891 or email me at d.scalia@ssss.com 

Sincerely, 

<-~--

Domenic Scalia 
Industrial Service Sales Manager 

DS/dh 



Stewart & Stevenson 
Power Products LLC A"''LAN.,'C PO"'"" sv"T,''='*S ilflllflilflllfl 1 -··acyc,iil!;e tJ 11, ni::n 1-., ir::.,u, l!ffl'fflfllJI ! ttmJ . xh.iiir1;~ 

Stewart & Stevenson Power Products LLC 

SERVICE AGREE1\1ENT 

This Service Agreement (this "Agreement'') is entered into on ________ _,_ _ __, 
Effective 2020(the "Effective Date"), by and between Stewart & Stevenson Power Products 
LLC, a Delaware limited liability company with principal offices at 180 Route 17 South, Lodi, New Jersey 
("S&S-APS") and Town of Secaucus , with principal offices at 
1203 Paterson Plank Road, Secaucus, NJ 07094. (Customer) 

Whereas, S&S- APS agrees to provide the services in accordance with the schedules attached hereto 
on Customer's equipment listed on Schedule A ("Equipment"); and proposal LG21893. 

NOW, THEREFORE, in consideration of the representations, warranties, covenants and agreements 
contained in this Agreement, the patties agree as follows. 

1. Term. This Agreement shall commence on the Effective Date and shall remain in effect for a period 
of one (1) year. The Agreement shall automatically renew for an additional (12) months, unless either paity 
provides thirty (3 0) days advance written notice of its intention not to renew for an additional tem1. 

2. Description of Work. S&S-APS wil! service and inspect Customer's Equipment Semi-Annually. 

The inspection of the Equipment shall be in accordance with the specifications set forth in the Preventive 
Maintenance Service Procedures attached hereto as Schedule B. 

3. Payment Terms. Customer agrees to pay S&S-APS in accordance with the terms set forth below. 

a All invoices shall be due and payable, net 30 days, from the date of invoice. S&S-APS shall 
deliver an invoice to Customer upon completion of each periodic inspection as set forth 
herein. 

b. Upon Customer's request and authorization, S&S-APS will perform additional work, outside 
the scope oftlus Agreement. Customer shall provide S&S-APS with a written purchase order 
authorizing the requested work. Such wmk will be invoiced at the current rates for field 
service work on a straight time, per hour, plus expenses basis. Any work requested to be 
performed outside the nonnal business day or on weekends or holidays shall be invoiced at 
the applicable rate plus expenses. Any parts, materials and supplies shall be billed at "Fleet 
Prices". Cm,ent labor rates are set forth on Schedule C. 

c. S&S-APS may adjust its labor rates and "Fleet Prices" due to increases in labor and materials. 
All changes will be promptly communicated to Customer. 

4. Insurance. S&S-APS shall carry general public liability insurance in the amount of$1,000,000 and 
comply with worker's compensation insurance requirements in accordance with applicable state law. 

5. Reporting. S&S-APS will report promptly its findings, any trouble conditions and recommendations 
to Customer following the provision of services under this Agreement. 



6. Limited Warrantv. S&S-APS warrants that all work performed, and all parts supplied by S&S-APS 
in connection with this Agreement shall be free from defects in materials and workmanship for six ( 6) months 
from the date of completion. THE WARRANTIES PROVIDED HEREIN ARE THE ONLY 
WARRANTIES APPLICABLE TO THE PRODUCTS, PARTS AND/OR SERVICES PROVIDED BY 
S&S-APS. S&S-APS MAKES NO OTHER WARRANTIES, EXPRESS, IMPLIED OR STATUTORY 
AND SPECIFICALLY DISCLAIMS ANY IMPLIED WARRANTIES OF MERCHANTABILITY OR 
FITNESS FOR A PARTICULAR PURPOSE. 

7. Limitation of Liability. Other than as provided for in this Agreement, S&S-APS shall have no 
liability for any repair findings, trouble conditions, and recommendations or for any failure to recommend 
repairs or modifications to the Equipment. Customer shall not be entitled to receive from S&S-Al'S any 
reimbursement or payment whatsoever for loss of time, loss of convenience, loss of anticipated profits, loss of 
tl1e use of the Equipment purchased or for rental reinstaliation costs incurred in connection with the repair or 
replacement of defective Equipment, or for any other incidental or consequential damages. S&S-APS 
maximum liability for any claim. by Customer shall not exceed the purchase price of the work on which the 
claim is based. 

8. Remedy. The sole remedy to Customer under this Agreement for defects in materials and 
workmanship shall be limited to providing, without charge, replacement materials and labor necessary to 
correct any defects as a result of the materials and/ or S&S-APS' s workmanship. Customer shall not 
be entitled to any replacement materials or labor for conditions or damage resulting from: (i) misuse of the 
Equipment; (ii) normal wear and tear; (iii) Customer or third party negligence; (iv) alteration of the 
Equipment; (v) operation of the Equipment in excess of the Equipment manufacturer's rated capacities or 
outputs; (vi) impurities, fluctuations or foreign objects resulting from Customer or a third party connections to 
the Equipment; (vii) Customer accidents or lack of performance of normal standard maintenance services by 
the Customer; (viii) and damage due to repairs performed by Customer or third party other than S&S-APS 
where, in the reasonable judgment ofS&S-APS, adversely affected the Equipment's perf01mance and 
reliability. 

9. Indemnification, Hold Harmless. Customer hereby agrees to indemnify and hold harmless S&S-
APS, other than for S&S-APS's gross negligence, from any and all claims, demands, liability, loss, damage or 
expense, including attorney's fees, whether relating to injury to the Equipment, other properly or persons, 
which are as a direct or indirect result ofS&S-APS's perfmmance of its obligations herellllder. 

10. Termination. Either party has the right to terminate this Agreement if the other party breaches or is 
in default of any material obligation of this Agreement. After the first inspection, either party may cancel this 
Agreement, without penalty, by providing to the otl1er party (30) days advance written notice of its intention to 
cancel. 

11. Miscellaneons Provisions. 

a. Force Majeure. Neither party shall be responsible for delays or failures in performance 
resulting from acts beyond their control. Such acts shall include, but not be limited to, acts of 
God, strikes, lockouts, riots, acts of terrorism or war, epidemics, governmental regulations 
superimposed after the fact, fire, commllllication line failures, power failures, earthquakes, or 
other disasters. 

b. Entire Agreement. This Agreement and all Schedules attached hereto constitute the entire 
Agreement between S&S-APS and Customer and supersede all other prior Agreements, 
representations, or discussions, whether oral or written. 



c. Headings. All headings appearing in 1his Agreement are for convenience only and shall not 
be construed as interpretations of the text of this Agreement 

\I. Notices. Any notices or other communications between the parties shall be sent to the 
addresses given above by U.S. registered mail, return receipt requested. Such notices shall be 
deemed received by the recipient if delivered to the recipient in person or by the U.S. mail 
service. 

e. Severability. If any provisions of this Agreement are held to be invalid, such invalidity shall 
not affect the other provisions of this Agreement. 

f. No Waiver. No delay or failure of either party in exercising, in whole or part, aright under 
this Agreement shall constitute a waiver of such right. All waivers must be in writing and 
signed by the party waiving the right. Any waiver by either party shall be a specific, limited 
waiver and shall not constitute a continuing waiver. 

g. Governing l,aw. This Agreement shall be governed and construed under the Jaws of the 
State ofNew Jersey. Each party irrevocably submits to the exclusive jurisdiction of the state 
and federal courts located in New Jersey. 

b. Assignment. Customer may not assign its rights hereunder without S&S-APS's prior written 
consent. 

IN WTINESS WHEREOF, the parties hereto executed this Agreement as of ____ ~--' __ _ 

Stewart & Stevenson Power Prodncts LLC 

By: 
Name: Domenic Scalia 
Title: Industrial Service Sales Manager 

Town of Secaucus 
LG21893 

By: 
Name: 
Title: 



Schedule A 
(Equipment) 

Caterpillar 
(3)Cummins 

(3)Generac 

(2)Kohler 

MTUOnsite 
(2)Magna 

RUDOX 
Triton 

SIN 66D28213 
SIN Al30449684 
SIN E050784996 
SIN 0201716/001 
SIN 3002666019 
SIN 3001489637 
SIN 9938154 
SIN SGM324JMR 
SIN SGM32CG9T 
SIN 95090602014 
SIN MX188629-1212 
SIN 710861-0310 
SIN D990905777 
SINL05007 



Schedule B 
(Preventive Maintenance Service Procedures) 



Schedule C 
(Labor Rates) 
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PREVENTIVE MAINTENANCE SERVICE PROCEDURES - LEVEL2 

DIESEL ENGINE POWERED EMERGENCY GENERATOR SETS 

I. ENGINE 

a. .Lulfrk,ation.SVsteirt 

l. Check oil level 

b. 

C. 

a. Inspect for evidence of dilution or contamination 
b. Top off as required**. 

2. Visual inspection of front and rear crankshaft seals and lubrication system 
gaskets for leaks. 

3. Visual inspection of pipes and hoses for leaks and condition. 
4. Check and record oil pressure at operating temperature. 
5. Draw lube oil sample for lab analysis. 
6. Check for evidence of excessive crankcase pressure. 
7. Oil and lube oil filter change (annual basis). 

Fuel Sys1em 

1. Visually inspect flexible fuel lines for condition and leaks. 
2 Check fuel for 

a. Quantity. 
b. Evidence of water or foreign substances. 

3. Inspect fuel supply from engine to day tank for condition and secnrity. 
4. Drain water separator if applicable/ necessary. 
5. Inspect engine fuel lines, pump, and filters for leaks, condition and security. 
6. Inspect and lubricate governor actuator to rack and ball joints. 
7. Primary and secondary filter change (annual basis). 

Air System 

1. Inspect air filters for condition and securily, tighten clamps and brackets as 
required.* 

2 Inspect turbo outlet hoses and pipes for condition and security, tighten 
clamps and brackets as required.* 

3. Inspect and lubricate blower by-pass actuators and turbocharger waste-gate 
linkage. 

4. Inspect and lubricate air box damper operating mechanism. 



5. Service crankcase breathers and air box drains as required.* 

d. Cooling System 

1. Check coolaut level, top off as required.** 
2. Check and record freeze protection. 
3. Chemical test corrosion protection, add inlnbitor as required.** 
4. Pressure test to 15 psi and inspect for leaks. 
5. Inspect fan shrouds, guards and brackets for condition and security. 
6. Inspect and lubricate idler and fan drive bearings. Check condition and 

security of mounts, brackets and adjusters, tighten fasteners as required.* 
7. Inspect radiator core for cleanliness, condition and security. 
8. Inspect fan drive belt for condition and proper tension. 
9. Inspect coolant hoses and pipes for condition and security. 
10. Check operation of intake and exhaust louvers if applicable. 
11. Check operation of jacket water heater, control thermostats and oil pressure 

disconnect contactor. 
12. Check and record coolant temperature under operating conditions. 
13. Draw a coolant sample for lab analysis. 

e. ExhausrSyste1'l1, 

I. Inspect exhaust pipes and flexes where accessible for security and evidence 
ofleaks. 

2. fuspcct turbocharger clamps and brackets, tighten as required.* 
3. Inspect muffler suppo1ts for condition and security. 
4. Operate condensate drains as applicable. 

f. :EleetricaLSystem (En:i;'ine) 

1. Inspect starter cables, wire and connectors for condition and security. 
2. Check and record starting battery float voltage. 
3. Check electrolyte level (lead acid batteries). 
4. Load test starting batteries for 15 seconds and record voltage. 
5. Check charger for proper operation and output. 
6. Check battery charging alternator connections if applicable. 
7. Visually inspect on engine wiring connections for condition and security. 
8. Test/ prove all engine protective devices. 



II. GENERATOR 

a. Mechanical 

I. Visually inspect mounting bolts for security and condition. 
2. Inspect fasteuing bolts for drive flex. 
3. Inspect fan guard for condition and security. 
4. Inspect air inlet screen for cleanliness, condition and security. 
5. Inspect and lubricate bearing as required.* 
6. Inspect mechanical connections for tightness, condition and security as 

required.* 

b. Electrical 

1. Check and record no load and full load voltage. 
2. Inspect exciter assembly, stator and field for cleanliness and physical 

integrity. 
3. Inspect cable and wire termination at generator for condition and security. 
4. fuspect rotating rectifier and surge suppressor for condition, connection and 

mounting integrity. 
5. Inspect end bell enclosure for cleanliness and device interference with 

rotating assemblies. 
6. Prove generator protective devices. 

lII. CONTROLS 

1. Check operation of auto start and remote controls. 
2. Check operation and AC and engine instruments. 
3. Check operation of generator set associated indicators and lights. 
4. Check and adjust system frequency and voltages as required.* 
5. Check and adjust synclll'onized kilowatt and reactive load sharing as 

required.* 

N. .RUNNJNG CHECKS 

1. Start and run unit at no load and make appropriate entries on Atlantic Power 
Systems log form. 

2. Complete general walk around inspection. 
3. Visnally inspect for leaks. 
4. Check for abnormal noise or vibration. 



V. DEPARTURE CHECKS 

1. Reset all controls to automatic. 
2. Confirm circuit breaker in correct position. 
3. Confirm fuel valves are in the correct position. 
4. Confirm battery charger is on. 
5. Confirm day tank control~ are on. 
6. Confirm.that louver controls are on. 
7. Confirm that jacket water heater is on. 

* As required - 1. According to published manufactures' specification or recorrnnendation. 
- 2. Where not published accordiJ.lg to sound practices. 

** Top off fluids up to l gallon. Additional quantities at additional charge .. 
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Pe>wer Products LLC AY'I Alli'rtC ao·rurosviY'-n::u" --1 IJl!IJi1ii1iJp;_f~~!!'/iliib,1! 

.. ll.lf!I.Jll 1:1 ,,~ff lil~.,;;pi,;, =- (!:ZJ,a, rff.P.:1ff'f:,iti%fl!ll 

PREVENTIVE MAINTENANCE SERVICE PROCEDURES - LEVEL 3 

DIESEL ENGINE POWERED EMERGENCY GENERATOR SETS 

I. ENGINE 

a. Lu bricatiou System 

1. Check oil level 
a Inspect for evidence of dilution or contamination. 

2. Visual inspection of front and rear crankshaft seals and lubrication system 
gaskets for leaks. 

3. Visual inspection of pipes and hoses for leaks and condition. 
4. Check for evidence of excessive crankcase pressure. 

b. Fuel System 

C. 

d. 

1. Visually inspect flexible fuel lines for condition and leaks. 
2. Inspect fuel supply from engine to day tank for condition and secnrity. 
3. Drain water separator if applicable I necessary. 
4. Inspect engine fuel lines, pump, and filters for leaks, condition and security. 
5. Inspect and lubricate governor actuator to rack and ball joints. 

Air System 

I. Inspect air filters for condition and security, tighten clamps and brackets as 
required.* 

2. Inspect turbo outlet hoses and pipes for condition and security, tighten clamps 
aud brackets as required.* 

Cooling System 

I. Check coolant level. 
2. Check and record freeze protection. 
3. Chemical test corrosion protection. 
4. Inspect fan shrouds, guards and brackets for condition and security. 
5. Inspect radiator core for cleanliness, condition and security. 
6. Inspect fan drive belt for condition and proper tension. 
7. Inspect coolant hoses and pipes for condition and security. 
8. Check operation of intake and exhaust louvers if applicable. 
9. Check operation of jacket water heater. 



e. .Exhaust System 

1. Inspect exhaust pipes and flexes where accessible for security and evidence of 
leaks. Check for evidence of wet stacking 

2. Inspect muffler supports for condition and security. 
3. Operate condensate drains as applicable. 

f. .Eleetrkai System rEiigine) 

1. Inspect starter cables, wire and connectors for condition and security. 
2. Check and record starting battery float voltage. 
3. Check electrolyte level (lead acid batteries). 
4. Check charger for proper operation and output. 
5. Check battery charging alternator connections if applicable. 
6. Visually inspect on engine wiring connections for condition and security. 

II. GENERATOR 

a. Mechanical 

1. Visually inspect mounting bolts for security and condition. 
2. Inspect fan guard for condition and security. 
3. Inspect air inlet screen for cleanliness, condition and security .. 

ID. CONTROLS 

1. Check operation of anto start and remote controls. 
2. Check operation and AC and engine instruments. 
3. Check operation of generator set associated indicators and lights, 
4. Check and adjust as required* system frequency and voltages. 

IV. RUNNING.CHECKS 

!. Start and rnn unit at no load and make appropriate entries on Atlantic Power 
Systems log form. 

2. Complete general walk around inspection. 
3. Visually inspect for leaks. 
4. Check for abnormal noise or vibration. 



V. .DEPARTURE CHECKS 

1. Reset all controls to automatic. 
2. Confirm circuit breaker iu coffee! position. 
3. Confirm fuel valves are in the coffect position. 
4. Confirm battery charger is on. 
5. Confum day tank controls are on. 
6. Confiffn that louver controls are on. 
7. Confirm that jacket water heater is on. 

* As required - I. According to published manufactures' specification or recommendation. 
- 2. Where not published according to sound practices. 



Stewart & stevenson 
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GENERATOR FIELD SERVICE RATES 

EFFECTIVE 9/1/19 

*LABOR: 

MONDAY-FRIDAY - 7:00AM -3:30PM 
BEFORE 7:00 AM AND AFTER 3 :30 PM 

SATURDAY - 7:00AM - 3:30PM 
BEFORE 7:00 AM AND AFTER 3:30 PM 

SUNDAY AND HOLIDAYS - ALLDAY 

TRAVEL: 

$3.00 Per mile plus tolls. 

*Labor is charged portal to portal. 

$195.00 I Hour 
$292.50 I Hour 

$292.50 I Hour 
$390.00 I Hour 

$390.00 I Hour 



Resolution No. ______ _ 

TOWN OF SECAUCUS 
COUNTY OF HUDSON, STATE OF NEW JERSEY 

A RESOLUTION ON BEHALF OF THE TOWN OF SECAUCUS EXTENDING THE 
CONTRACT FOR HEAVY EQUIPMENT LEASING SERVICES TO HU GERICH 

CONSTRUCTION, INC. 

WHEREAS, the Secaucus Department of Public Works has a continuing need for the 
provision of Heavy Equipment Leasing Services; and 

WHEREAS, Hugerich Construction, Inc. was awarded a contract for Heavy Equipment 
Leasing Services on February 13, 2018 per Resolution 2018-58 for a one (1) year period with two 
(2) one (1) year options to renew; and 

WHEREAS, Hugerich Construction, Inc. was awarded a contract extension for a one (1) 
year period under Resolution 2019-30; and 

WHEREAS, the Town of Secaucus wishes to extend the contract for an additional one (1) 

year term, in accordance with Year 3 pricing of their original proposal; Said extension is the second 

of two (2) one (1) year optional renewals for thls contract. 

NOW, THEREFORE, BE IT RESOLVED, by the Mayor and Council for the Town of 
Secaucus, County of Hudson, State of New Jersey, to award a contract extension to Hugerich 
Construction, Inc., to provide Heavy Equipment Leasing Services for a one (1) year period for an 
amount not to exceed Seventy-Five Thousand Dollars ($75,000.00); and 

BE IT FURTHER RESOLVED, that the attached Bid Proposal and Resolution shall 
constitute the requisite contract in thls matter for pricing per item, and will be kept on file with the 
Town Clerk; and 

BE IT FURTHER RESOLVED, that Hugreich Construction Inc. shall provide any and 
all updated compliance information requested by the Town of Secaucus' Office of Purchasing, 
which may include but is not limited to, proof of continued insurance coverage; and 

BE IT FURTHER RESOLVED, that the Mayor and/or Town Administrator is hereby 
authorized to execute any other documents or take any other necessary action to effectuate the 
spirit and intent of thls Resolution. 

Adopted: February 11, 2020 



I, Michael Marra, Town Clerk of the Town of 
Secaucus, County of Hudson, do hereby certify that 
the above is a true copy of a resolution approved by the 
Mayor and Council on February 11, 2020. 

Town Clerk Mayor 

Motion: Yos No Abstain Absent 

Second: 

Councilman Costantino 

Councilman McKeever 

Councilman Clancy 

Councilman Dehnert 

Councilman Gerbasio 

Councilwoman Tringali 

Mayor Gonnelli 

I, Sheetal Nagpal, Treasurer of the Town of Secaucus, 
do hereby certify that funds are available in accordance 
with the Local Budget Law NJSA 40A:4-1 in 
Account Number: 
01-2.010--..fQ:- 3,i5D::i.-or;, "1 
Amounr $ 7'?c OCQ/--:: Date 2-1 I' I 2.t>ZV 

. ' • f ·11 g_p,,,,a.,/ 



RESOLUTION: __ _ 

TOWN OF SECAUCUS 
COUNTY OF HUDSON 
STATE OF NEW JERSEY 

BE IT RESOLVED, by the Mayor and Council of the Town of Secaucus, 
Secaucus, County of Hudson, State of New Jersey, that pending the successfully 
completion of background checks and physical examinations, the below persons 
are hereby appointed as replacement regular part time Counselor positions for the 
remainder of the 2019 I 2020 school year in the After-Care Programs 
Department #81082 effective February 11th

, 2020 as follows: 

Counselors 
Suarez, Mia #555 lrehire (start 2/5/20) 
Abdullah, Mohammad (start 2/3/20) 

I, Michael Marra, Town Clerk of the Town of 
Secaucus, County of Hudson, do hereby certify that 
the above is a true copy of a resolution approved 
by the Mayor and Council on February 11, 2020. 

Town Clerk Mayor 

Motion: Yes No Abstain Absent 

Second: 

Councilman Costantino 

Councilman McKeever 

Councilman Clancy 

Councilman Dehnert 

Councilman Gerbasio 

Councilwoman Tringali 

Mayor GoOILelli 

Rate 
$11.00 /Hour 
$11.00 / Hour 



RESOLUTION: ____ _ 

TOWN OF SECAUCUS 
COUNTY OF HUDSON 

STATE OF NEW JERSEY 

BE IT RESOLVED, by the Mayor and Council of the Town of Secaucus, County 
of Hudson, State ofNew Jersey, pursuant to the recommendation of Lisa Snedeker, 
Director Senior and Social Services, the below persons are hereby appointed to the 
replacement part time positions in the Social Services Department (#74000) 
effective February 11, 2020 as follows: 

Tabasco, Janice (Cook) #5409 - start 2/18/20 
Logan, James (Asst. Cook) - start 2/3/20 
Phemsint, Nattirat (Clerk) - start 2/3/20 
Logan, Sean (Clerk) rehire #5619 - start 2/3/20 

I, Michael Marra, Town Clerk of the Town of 
Secaucus, County of Hudson, do hereby certify that 
the above is a true copy of a resolution approved 
by the Mayor and Council on February 11, 2020. 

Town Clerk Mayor 

Motion: Yes No Abstain Absent 

Second: 

Councilman Costantino 

Councilman McKeever 

Councilman Clancy 

Councilman Dehnert 

Councilman Gerbasio 

Councilwoman Tringali 

Mayor Gonnel!i 

$17.00 I Hour 
$12.00 I Hour 
$11.00 /Hour 
$11.00 /Hour 



Resolution No. _____ _ 

TOWN OF SECAUCUS 
COUNTY OF HUDSON, STATE OF NEW JERSEY 

A RESOLUTION APPOINTING THE 
PUBLIC AGENCY COMPLIANCE OFFICER (P.A.C.O.) 

BE IT RESOLVED, by the Mayor and Council of the Town of Secaucus that Gary 
Jeffas, Esq. is hereby designated as the Public Agency Compliance Officer (P.A.C.O.) for the 
Town of Secaucus. 

I, Michael Marra, Town Clerk of the Town of 
Secaucus, County of Hudson, do hereby certify that 
the above is a true copy of a resolution approved by the 
Mayor and Council on February 11, 2020. 

Town Clerk Mayor 

Motion; Yes No Abstain Absent 

Second: 

Councilman Costantino 

Councilman McKeever 

Councilman Clancy 

Councilman Dehnert 

Councilman Gerbasio 

Councilwoman Tringali 

Mayor Gonnelli 

February 11, 2020 




